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INTRODUCTION

The long main ring TeV pulse period of 60 sec with a 20 sec flattop
makes it attractive to ramp solid iron magnets, such as BM109’s, etc., in
synchronism with the main ring pulse. Annual energy cost savings for a
BM109 could be up to a maximum of $6.6 per hour or $58,000 per year.
Are there 10 or more magnets we could ramp? What is the lag between
the magnet excitation current and the magnet field? It is probably small
because these magnets have large air gaps and therefore relatively short
(order of one second) time constants. Some preliminary measurements
showing the lag between the excitation current and the magnet field for a
BM109 are included. Ramping BM109’s seems practical if they are
programmed up 5 seconds ahead of the main ring pulse. Maybe ramping
BM109’s should be tried at a few locations to gain some experience. Any
comments from readers will be appreciated.

COMPARISON OF RAMPING VERSUS DC OPERATION
2.1 ADVANTAGES
2.11 SUBSTANTIAL ENERGY COST SAVINGS

Let us look at it. The RMS value of a current pulse train is
defined as the value of the DC current, which produces the
same amount of losses as the current pulse train. Suppose we
have a current pulse train as shown in Fig. 1 which is similar
to the main ring pulse.

% AMP

FIG. 1

4 = Peak current (flattop)
I = RMS current



2.1.2

For this pulse train we can write:

SN ENE

I =061

The load losses for this pulse train are:

2
I RLoad

or: 0.36 szLoa d
The DC operating losses would have been 'Pz R .  Pulsed
. ] ; . Aiuag Load
operation in synchronism with the main ring pu?se produces
therefore about 64% less heat losses than DC operation.

Preliminary ramp test results at a modified BM109 show that
the magnet field lags the excitation current. The magnet field
comes very close to the set field value within 5 seconds after
the current reaches flattop. It is therefore reasonable to
program the magnet current up 5 seconds ahead of the main
ring pulse. This essentially increases the flattop time ty to
25 sec. and yields:

I =o0.671% with
0.45 ‘?2 RLoa d losses.

A typical BM109 operating in an experimenal area might run
at 3000A, 80 VDC. This produces 240 KW DC losses or 108
KW ramp losses with a flattop time of 25 sec. and a pulse
period of 60 sec. The reduction in losses, when ramping the
BM109 magnet as compared to DC operations, is 132 KW,
Estimating an energy cost of $0.05 per KWHR we save $6.6
per hr. or a maximum of $58,000 per year. This is a
substanial amount of savings, even if a BM109 is only on for
30% of the time. There are probably 10 to 20 magnets that
could be commisioned for ramping.

REDUCTICN OF LOSSES TO THE COOLING WATER
SYSTEM

Magnet heat losses are carried away by the LCW cooling
water plant. Any reduction in heat losses is very useful,
especially in areas where the cooling plant is operated near its
limits. Every 10 KW of heat losses requires about 1 GPM of
cooling water flow.



2.1.3

2.1.4

PERMITS HIGHER MAGNET OPERATING CURRENTS

Several BM109’s are modified for increased apertures. This
results in a reduced magnet field, when the magnet is operated
at the same ampere-turns excitation. The magnet steel is in
these cases not close to saturation, and the excitation could be
increased to produce a proportional increase in magnet field.
Cooling water flow can however often not be increased
sufficiently to operate the magnet coils beyond their cooling
design rating and overtemperature trips will occur. Ramping
the magnet allows much higher flattop excitation currents as
long as the design limits of the power supply and magnet are
not exceeded.

RELEASED AC SUPPLY CAPACITY

All magnet operating losses are supplied from the master
substation via AC feeders, local substations and DC power
supplies. Any reduction in DC losses puts less load demand
at the feeders and the local AC distribution systems.

Experimental areas are constantly changing. Additions of
BM109’s could require operating an existing AC distribution
systemn beyond its installed AC capacity when DC operation is
used. Pulsed operation might therefore be an economical
alternative compared to an additional substation, which could
cost about $100,000 for 1500 KVA installed. Operating a local
substation up to a maximum of 150% of its rated value,
during flattop, has been successfully done, as long as the
substation RMS current rating is not exceeded.

2.2 DISADVANTAGES

2.2.1

2.2.2

UNKNOWN EFFECTS

We do not know the transient behavior of the magnet and the
field and therefore have to study that. Many users might be
apprehensive to ramp BM109’s, etc. because we have not done
it in the past.

REPETITIVE ELECTROMECHANICAL FORCES

The coils in ramped magnets are subject to very large (order
of 10,000 KG/m) pulsating electromechanical forces. Coils
need therefore to be of a solid potted or cured B-stage tape
construction, and solidly supported in the magnet steel so that
they cannot move up or down or axially. BM109’s have very
solid potted coils, which are easily secured. Unpotted or
uncured coils, such as those insulated with tape, are generally
spongy and should definitely not be ramped.



2.2.3 PULSATING MAGNETIC FIELD

Analyzing magnets have usually large apertures from which a
large stray field bulges out. Equipment mounted in this stray
field might not be able to withstand repetitive pulsating forces,
however some attention to this could overcome this problem in
most cases.

Experimental equipment mounted in the magnet aperture might
malfunction, due to repetitive magnetic field pulsing. This
equipment must always be able to handle trips and startups.

2.24 ADDITIONAL COST FOR CONTROLS

All power supplies are remotely programmed through the
existing control system.

D.C. operated power supplies run usually via a DC type
(#159) control card and ramped supplies from a programmable
type (#150) control cards.

A simple exchange of control cards is all that is needed,
however, #150 cards are in short supply and new ones cost
about $600 each.

2.2,5 MORE DIFFICULT FIELD MONITORING

Several users monitor magnet fields with gaussmeters and or
NMR’s. Changing field values make monitoring more difficult.
Fermilab built NMR’s require about 10 seconds to latch onto
the magnet field value.

PRELIMINARY RAMP TESTS

The BM109, analyzing magnet MP9AN,(Reference 1) installed in the meson
polarized experimental hall for Experiment#581/704, is the only analyzing
magnet, so far, which has been operated in a ramped mode, for a few
months. This magnet has the aperture increased from 8” to 12”7, which
reduces the gap magnetic field per ampere turn excitation.

Running the magnet excitation coils at DC levels beyond their RMS
current rating resulted in repetitive overtemperature trips, and it was
therefore not possible to reliably attain the required magnetic field.
Ramping the magnet was a logical thing to do.

Some quick measurements to check the lag between the excitation curent
and the magnet field were made. The results are shown in Fig. 2.

More extensive tests need to be made. There were only a few hours
available for testing. It appears that we need to improve our measuring
setup and equipment for better accuracy and elimination of common mode



noise. The distance between the power supply (DC current transductor)
and the magnet is several hundred feet. They are located in different
buildings. This made the measurement more cumbersome. Nevertheless,
the results shown in Fig. 2 are a very good indication of the lag between
the current and the field. Using different power supply regulator tunes
affects the lag.

The measuring setup used a nulling scheme (shown in Fig. 3) for sensitive
field lag measurements. Fig. 3 shows that the power supply current
(transductor output voltage) is balanced to zero against a gaussmeter
output voltage. Generally, the transductor output voltage changes linearly
with the magnet current and the gaussmeter output voltage linearly with
the magnet field.

Once this setup is balanced to zero, it should stay zero if the magnet field
and current track perfectly and the instrumentation is linear. The
differences that occur during ramping are shown on the bottom trace of
Fig. 2. The bottom traces indicate that there are offsets between zero
magnet current vs. field balance and flattop magnet current vs. field
balance. The input to the recorder should be zero in both cases. It is
best to balance this setup during DC operation at the desired flattop
current.

The measurements show further that the magnet field slopes up like an e-
function during flattop, but tracks the current within 0.3% of the desired
field within 5 seconds after the current reaches flattop.

Let us think about that.

For idealized magnet charging with a constant voltage power supply we can
write:
¢

i =% (1-¢7F)
i = 0.993 %4
i = 0993 x 1.254
i = instantaneous current
'é‘\ = peak current at 100% power supply voltage
4 = desired flattop current
t = 5 sec
T = 1 sec

100% power supply voltage is 1.25 times the DC
flattop voltage.



The valueﬁ‘, where the power supply regulator initially aims for, is higher
than the programmed flattop current f because the current regulated power
supply goes initially full on. This margin is often in the order of 25%.
Thus we should be able to reach the required flattop current 1 rather fast
(1.8 sec) There is mostly no problem for the curent to reach the flattop
value in time.

Real magnets are not ideal and whether the field can track the current
depends on the magnet construction. This is because the large blocks of
solid iron, from which these magnets are constructed, can support
substantial eddy currents, which oppose field changes. Magnet time
constants change as a function of the excitation current, frequency and
temperature.

The power supply regulator throttles back when the current is close to set
value.

What we really want to find out is whether we can program the magnet
field in DC type magnets, using the excitation current, while we cannot
control the changing transient relation between field and current for
different current programs and magnets. We do know however that after a
while things settle down during DC operation.

A magnet can be represented by an ideal inductor in series with a resistor,
which are in parallel with another resistor and capacitor. See fig. 4 below:

Fig. 4
L represents the magnet inductance, which decreases as the magnet steel
saturates.

R_ represents the resistance of the excitation winding which increases
about 15% from cold to hot.

C  represents stray capacitance and is negligable at the low operating
frequencies of less than 1 Hz.

R_  represents the iron losses and depends strongly on the operating
frequency, magnet construction and field strength.



K,, K, are constants determined by the amount of magnet
stéel, donstruction, lamination thickness and field strength.

For DC operation f=0 and R_ =& For high frequency operation R_ = 0
and we will not be able to bBild up a high frequency magnet field.

DC type magnets are not thinly laminated and R_ becomes small at very
low frequencies (in the order of 1 Hz), while the laminated AC type
magnets, built for pulsing, have an R_ which is much higher at low
frequencies. P

The magnets we are looking at are built for DC, but the operating
frequency is also very low. The used rate of current rise would compare
to a frequency in the order of 0.1 Hz, and we can allow several seconds
for the field to settle. It may, under these conditions, be feasible and
economical to pulse DC magnets.

From the test results in Fig. 2 we can conclude that 5 seconds is a
reasonable settling time. Programming the magnet current 5 seconds ahead
of main ring flattop yields a magnet field that does not change more than
about +0.3% during main ring flattop (beam spill). This might not be
acceptable for some experiments.

However, I think that the flatness of the field, during main ring flattop,
could be improved by programming the BM109 current a few percent too
high during the 5 second lead period.

These measurements should be repeated, with a better setup, to make sure
that this field change is really true and that we are not misled by
measuring errors.

Extra coil bracing was installed at the BM109. There was no observable
coil motion. It was hard to detect the 3000A excitation pulse while
touching the coil. I do not expect any mechanical problems with ramping
BM109’s.

ATV,
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SUMMARY

This addendum lists all D.C. type loads in the experimental areas and
concludes that a saving in the order of $1,000,000 per year is feasible by
ramping a large portion of these D.C. operated loads.

These savings are based on using the new future main ring pulse with a
flattop of 30 seconds and a pulse period of 63 seconds at 800 GeV. This
mode of operation was successfully tested in all experimental areas on
2/15/88. It is estimated that the total D.C. magnet load in all
experimental areas is about 12.7 MW of which 7.7 MW can be ramped.
A conservative ramping program, with a risetime of about 13 seconds,
which reaches flattop value 7 seconds ahead of the main ring flattop,
appears to be the most practical, but some loads may need overshoot
programming. Ramping the presently D.C. operated power supplies
requires the installation and procurement of about 40 ramp cards (#150)
at a total estimated cost of $24,000. This is a very modest expense
compared to the potential savings.



MESON, DC OPERATED MAGENTS

MAGNET  MAGNET OPERATE AT
NAME TYPE AJV DC-KW COMMENTS
1.  MP6D2 EARTLY TGT 1650A/80V 132  SHARE MCéD
2. MC6D EARTLY TGT 1600A/77V 123
3.  MW6W EARTLY TGT 1313A/94V 123
4.  ME6AN BM105 2000A /88V 166  REMOVE IN '88?
5.  ME7AN1  SMI12 4000A/290V 1160  SUITABLE?
6. ME7AN2  JAPAN 4000A/130V 520  SUITABLE?
7. MC8AN1  BM109 20004 /65V 130  SUITABLE?
8.  MC8AN2/3 CRONIN 1600A/280V 448  SUITABLE?, 2 P.S.
9.  MC8AN4  100D40 2000A/275V 550
10. MP7D BM105 806A /219V 177
11.  MP7U1 BM105 806A /219V 177
12.  MP7U2 BM105 1015A/185V 188
13.  MP9SR1 SNAKE 1010A/224V 226
14. MP9SR2 SNAKE 1010A/224V 226
15. MPOSR3 SNAKE 1010A/224V 226
16. MP9AN BM109 2700A /98V 265  RAMPING IN USE
NOW
17 MWT7S SPOILERS 350A/80V 28
18. MW9AN  36-50-66 2500A/180V 450
19. MW9T TOROID 1800A /36V 65
A. TOTAL DC LOAD 5380KW
B. TOTAL DC LOAD MOST LIKELY
SUITABLE FOR RAMPING 2056K'W
(DOES NOT INCLUDE ALL?)
C. POWER SAVINGS
ITEM B, PROGRAM 1, 34% 1005K W
D. COST SAVINGS PER 24 HRS
AT $0.05 PER KWHR,ITEM C $1206



NEUTRINO, DC OPERATED MAGNETS

MAGNET MAGNET OPERATE AT
NAME TYPE - AV DC-KW COMMENTS
1.  NESU EARTLY TGT 1200A/35V 42
2. NEEAN1  BM109 2500A /160V 400 REMOVE '88?
3. NEEANZ  40D48 4500A /180V 810  REMOVE '88?
4.  NEHAN SC104 2400A /320V 768 DO NOT RAMP
5.  NEHT TOROID 1000A /72V 72
6. NCFT TOROID 1250A/112V 140
7.  NCHTI1 TOROID 750A/112V 84
8.  NCHT2 TOROID 725A/252V 183
9.  NM2E2 EARTLY TGT 1313A/59V 77
10. NMOT  TOROID 800A/133V 106  RAMPING IN USE
11. NMSS SPOILER 100A/20V 2
A. TOTAL DC LOAD 2684 KW
B. TOTAL DC LOAD MOST LIKELY
SUITABLE FOR RAMPING 1916 KW
C. POWER SAVING
ITEM B, PROGRAM 1, 34% 851 KW
D. COST SAVINGS PER 24 HRS
AT $0.05 PER KWHR $782

ITEM C




PROTON, D.C. OPERATED MAGNETS

MAGNET MAGNET OPERATE AT
NAME TYPE AV DC-KW COMMENTS
1. PC2H 3D120 100A /100V 10
2. PC3AN TARGET 1800A /100V - 2 OPERATING MODES
3000A/166V 498
3. PC4AN1 BM109 2500A/130V 325
4. PC4AN2 BM109 2750A/73V 201
5. PB6SW SWEEP 1700A/73V 124
6. PB6CD 3D120 125A/250V 31
7. PB6AN1 50-30-66 25004 /160V 400
8. PBBAN2 50-30-66 1300A /80V 104
9. PB6AN3 SCM105 500A /48V 24
10. PB6AN4 (E774) 960A /160V 154
11. PE5TAG TAGGING 830A/323V 268
12.  PEBAN1 32-72-40 2450A /90V 221 NOT SUITABLE FOR
RAMPING
13. PE6AN2 32-72-40 2450/180V 442 NOT SUITABLE FOR
RAMPING
14. PW17V2 3D120 100A/100V 10
15. PW6S1 SPOILER 10A/120V 1
16. PW7S1 SPOILER 25A/430V 11
17. PWeS2 SPOILER 25A/200V 5
18. PW7S2 SPOILER 25A/350V 9
19. PWST TOROID 1600A /130V 208
20. PWS8AN1 MASS SEL. 2500A /250V 625 NOT SUITABLE FO
RAMPING :
21. PWSH2 3D120 100A/100V 10
22. PWS8AN2 ROSIE 2500A /384V 960 NOT SUITABLE FOR
RAMPING
A. TOTAL DC LOAD 4641 KW
TOTAL DC LOAD MOST LIKELY
SUITABLE FOR RAMPING 2835 KW
C. POWER SAVING
ITEM B, PROGRAM 1, 34% 064 KW
D. COST SAVINGS PER 24 HRS
AT $0.05 PER KWHR
ITEM C $1157




SUMMARY D.C. OPERATED MAGNET LOADS
EXP. AREAS, PROTON, MESON, NEUTRINO

A. TOTAL DC LOAD 12,705 KW

B. TOTAL DC LOAD MOST LIKELY
SUITABLE FOR RAMPING 7,707 KW

C. POWER SAVINGS
ITEM B, PROGRAM 1, 34% 2,620 KW

D. COST SAVINGS PER 24 HRS
AT $0.05 PER KWHR
ITEM C $3,144

E. MAXIMUM ANNUAL SAVINGS
ITEM D, 318 DAYS $1,000,000




LISTING OF DC LOADS

Pages 2, 3 and 4 list all the conventional D.C. loads and their operating
losses in the experimental areas. The superconducting loads are not
included because their long current decay time constants (-70 seconds) do
not allow substantial energy savings. Some loads are estimated to be
unsuitable for ramping, because of weak coil construction or other expected
problems. However, Proton magnets PE6AN1, PE6AN2, and PWSAN?2
could be ramped after they are rebuilt. It should also be understood that
not all D.C. magnets are fully on at the same time, but the savings are
still substantial at a lower total D.C. load.

POWER SAVINGS

The power savings of various programs are listed in Fig. 1. The
conservative ramping program #1, Fig. 1, yields a 34% power savings and
reaches flattop 7 seconds ahead of T5. Theoretical maximum savings of
49% are possible with program #4, but this program will have an
unacceptable field lag.

Page 5 summarizes the total savings at 100% D.C. load. It may not be
possible to ramp all suitable loads in the Summary due to unacceptable
field lag.

ADDITIONAL RAMP TESTS

Additional ramp tests were performed at BM109, #MPYAN, which has a
127 gap; BM109, #PC4AN1, which has a 10” gap, and BM109,
#PC4AN2 which has a 12” gap. The PC4 magnets have different type
coils. Various programs were tried to improve the magnet field lag.
Programming the current a few percent higher than the required flattop
value, ahead of T5 (start of main ring flattop), improved the field during
flattop for PC4AN1 (see Fig. 6). This type of overshoot programming
can get rather confusing especially when pulse marker times T2, T3, T4
change. A very simple program, #1, that reaches flattop 7 seconds ahead
of T5 is preferred.

Some experimenting with different regulator time constants was done. It
appears that the field in both 12” gap BM109’s can be made flat to
within 0.1% with a program that reaches flattop 7 seconds ahead of T5.
Overshoot programming can be made to yield a 0.1% flat field for the 10
BM109. The results of various tests are shown in Figs. 2 through 6.
Other different magnets, spoilers and toroids should be tested for field lag,
starting out with program #1 of Fig. 1.

The field lag will be different for different magnets and is expected in
increase as the gap gets smaller. The field in toroids and spoilers will
show the most lag, but these fields are usually not that critical. An
understanding of acceptable levels of field lag is essential because the
potential savings are substantial. We might conclude that it is not
advisable to ramp certain loads, but I am sure that many of them could
be easily ramped.



SUGGESTED RAMP PROGRAM FOR D.C. LOADS

A simple program should be used, even at the expense of a few percent
less power savings. Experimenters will abandon troublesome programs that
give erratic results. It is therefore suggested to start all ramps for
suitable D.C. type loads at T1 with a slope /13 that reaches flattop 7
seconds ahead of T5. This type of program (Fig. 1, #1) yields 34%
power savings and is gentle on the equipment due to the slow rate of
current rise. Field lag tests will indicate whether small program
modifications are required or whether programming should be abandoned
for a particular load.

A WORD OF THANKS

I would like to thank Walt Jaskierny and Julius Lentz for their valuable
suggestions about the many ramp tests they successfully performed.

ATV



]
Yoo 2o -

23 7V
IL %*w....vy \

LINIT FoELIoN %E\ha Y31 0o

SL L MoT LS L 1 0TS
oy SHh G & 2035 *

Z o

Y

I LI T IIY LoN

SL 2 moT s~ I/ 9730
onSh/ v8 E003E = ]

R o830 ~ zaors 3

S. 2& Moy L5051 @IS
oNShivyg o02E =)

Yy a5z 3dors 4
S Lt Moy LFEOTC St QIS

oy Sh~ g 90287

LIl 7 TEHWITH oSl 7= 7
%S00 NeId¥TINI3y *Fu

oINiALS FIMoS

SINIAw S
FIRISIO o
AN X BN

%64

FANZ0 Ny bguy 5 bo1nE

NIl Y Ta0 "I
0t QINYINOD
FoNiA &t IEumog

p 9 m.& 86 o
1 $ offe pct——— } —
__L...I 4 \\ 5L m_k L 2l i
|
GOLL ]S WIF MW IIT OF°
m T
_ e+ 1
T7
_ !
t ' } _
_ |l [
_ ﬂ&..ﬁ;u 2z
ﬂ.-‘ i'-.\ n p N
i ! d
t 1f $
_ gdbo 11
b Jp + T7
' *.v i &*. . v
P i ! * h{
P u/ | sigad 1
- /A { T/
|
4 $ T~ +
_ NOILaFig0 20
T IF f 11 J

235
¥/

Q

W N004

SN I 0¥ VST
SIS A LG UNSYFIAQ FOZ TONIAGS ¥IMOod

S| Fa'oot

1oVl AWDDIATY ITieEE

baosime

13350 ued

254

Moo av

MNrnudd

JLION ONIMIINIONI




N. Qk 7_ ) P A .,_.:. ._:1_.,:_::_,:.1_.‘._ Mé*\.;_‘,‘:_u.‘_\. \. .b.__ Jw_lk.u.._._:_;: _:____._w.._.__.:»_... _H_—_I_ nn M_.‘_ LT ._.L___;..l_l_ _w‘r.;. ,H_ ..Nn i . g |“mt_¥,“_..‘“w—q_¥_<.\: _‘,nhwm ,:_ _:-_,: ,l_ .t‘_wl‘k | \_ HMQ | ~ | i | .
” ;i.w.wW.&wWww. e R S e EE RN RO R R e g S SRElt

iy

TR

12 b
A IR S W - i\‘.Au.g_.
. ‘mﬂ‘.BQ mum.. , NN E e e e e T =T .\_“.} T -1
(omna 1 A e e s TR BERS
") P e et e L
D0 sy [ AE T venoww el — S — L]
s a3y we | T T R e Pesmr e e e ) L E RN TP
R 9% A e g R TR R e P RN - :
o A3 L A i == EEEEEEEEETEREER BENEEY EEaERm - -+
AIPINGI+ | I 8 I NG E=0ESEESERENE . am ‘_.‘-w‘.r.w..lm.wim;hf B ...I....ri\i : 1
bovg Tnghag | |1 Mv\ A T e et T e el NG bl 2

omadpodindamliafaiduodunduebanfon ol
| .

T rgep gl

- Mh P e =ttt

I3 NPT T 11 ST
Vou¥YIOVY I3y o dop gt \ =S

hidtbads | gqe
m..%&qi&k&k OFY Jd B : 1

T g MH2085 130

R
s
i
i
]

=3 7733y

-

< i

T

\F

=T

83
|

WS NI OF1NEd BGZ0-0HZ6

AIY ANTEENT [ BN 1 “\ REGR H.u =R . . e
LINteot G5HINIG AR .\.L“J.mi B e e ==t . = : .
§ 7S LINOEL . l‘w\ws,gvﬂ%_&?w RN REE S 5 e e o 15 0 R T O, 0 0 e i T T

SMIKs 3o%HL S22 1 19 HINENNEER RS e D RN . REERA T

i
11
4
I\
|
b
i
1
N
Y
e}
"
)
f
I
1

N%\Q\ T SISV 1T - Bl U WeRL ZTA0T V. F8Ooro| A e 1T i BERERE \t.w &/ 08T T 1SNy, ,t/, <
Gt A =8 e e L L L s T LT
- i 7. AU EE R L [ Pviap b 334d7d pad | q T T ﬂ \Sm\mtk\\_i v\,mv._,.h...y\.

JLLCI SN EYELERTNL PO FYPYLISRY KINTR AV FAPY) (RRRLITITI PRRLITSTE YR RS PRV PROYE RN (PO VO Ot PRVRY POY 1P OO PO OO O IO

!

orrip y |2 | Fy 00 GoSinL Iid | 3LON ONIYIINION3

10vd | AWODIDIYI - Vwiwdd AIBrONd NOLLDRS SVIIWNRS

Ll
i 1q

h
i

2NFT}) L sdrndadinbid oot e o

Aveynsvl mihg m

1 Y P TP




s IR R B e R R I R R R R EE I R R N R NI

ERRl G et e e e o abl

_ T T BEECSREReH = = Se==——==- = mEm7ZI TN

2pINGIrNOY SWIE T T . EEEECoRRERRESase=E====C S CocOERNNE J.-\q I

PUYTIIGSN Lo UV ;lm.x..m.u“”._u TN A === : d m.:mmnawuu:.‘ﬂc. 85200826 == o =S ..munu.w“--

e soom || [P Al il ool e e e e e el
vwy o7 WD _ 3 NE EBAEESEEESEENRAEIIESREIIRREP AR E]

gors LI PerlsErd e HI= SEEE .Mmm. 7T EER|aE
T / mnnfﬂn A ..l.lL
h W ol

DNILLZT oo
2 N0 DIHL Y

INIIF2A1a o - H AR :\,_m. SeeEC oo b0 0oc- rERA BRIRE S eeoE e
a1 00 yorr93y || Varasg [l | oL oA sg Ao e e b 2= =L LT e Rbe /i
WINOXL 5SS Q1ng Ty ) TR T S e e e e SEe e e e e e SEERESECEw e

205 s ERBYENEESEEESES57 = e SRR SHERRWE S e

PIyiMyal MH ot 1S I RBRBEL L o sboo=- - -—=F ——=CPX e

BRI G HNREEe SRR Ea RN aEE SRR B E S EERRRE==aa

) Bl &UBEREESEEENE D50 e b i o e il e S = I I 60 e e e e lm.l R
VS E R FoF T A ol | nzcxu.atubzuz : m , PTPY, Rme— Q\n.h\\— Q\soh“.. YEN N alined e be])
LIme o QanIng (YT G IREENS Y e e R = b Y ENEERINHD AN IRl ARRET s

g 07317 swotm | e N S PP A T N S TN

sy Savys oo ||| TN D TEERCE TR T ”W/ AT Uu/r SAer st N

HE sl A1 :

i
I
il
[=[1
|
i
R
[
ir
|
[
1
P
L
il
|
I
|

%%\?\m LIIL VY N ..ﬁ.h\.“...‘w_a s.n”_\iﬁl.v’..,mﬂ_.w .

boing “Znehod - H AN

AT R N L B A eae2ieli b

== ey Loetd)

EEANEEEEEERR TN EEn NN

1 hes v
HENERKNENIE 1T . Lol “evend)
N\A\M.-\q -m BT ] el benden _::.: cenlodbrendsndimbabingo b _::_,_:_::_::_::_:,_,:__::_::_:_..:_m::_._:-!, [ FTYY FEYRY Pt PP [RYY IR IOPIY TR RN SO IO PO YT IYTYY IYTY IYERI IR ,_%%\:%\K.m.:;::_:.:
Ao siis6l M i hg : L azsra gy |§99| B4 006 [Basiwi| 274 | 310N SNIHIANIONI

dovd | AwooiLlyI-Vviwse A0BrOws MOLLTRE BYIIWUID 4

!
-]
P,

-
R .
1o )
T Ll
R TEHEST A
[
i
t
o
[ 4
|
i i
|
I

|
I




A.:___:_::_::__:_ ..:_._:__:_-:.._:: __:'.:__._____:_m:: __:_._2_:___::__:_ __._—__:_:____.2__:_ ______.«.-:_;__.__:: ______..-_:-J___;_:. ::—____—.:_____.—:: .:.—:I_:_._..:..:. ::_::_._:_::_:_. :_._:..‘.:.__:,_:.. ...._
EEELTEE = EESSIESE ooy N e FE
T HEREEERE 15 I=EN=E SiVE RN =S bt EEE A e L L
) 4 CYEENEES DI = .,‘ﬁmw\ﬁ@w.:tau\ SRR LA IEERRaN IR
eV EEEEEEES EEE IS EEEEEE e =saEsa e e E IR
- G | B o e = n; o o — S o -__\
N : BEREEESEERESE === === pESEEEENNNERRN ‘ T
fa = == o3

EET 0 I L u EESRENNS EERERER .%“\._H
N E . 5 === T o .ﬁi —F—1=f-= -3--

| m 7 % 7
T = = rEEAENEEIINERE .V._nnM\l 1
2 LMeLIN0I . = SEEEHEERCE R T
SNIL Yo - Sy EEE S e AT
W03y Jor [ | = LAAEREE ST EE TNV
ONE SI0]T = BES et BEIE B S ) =miIEEEIE
100235710 J05 7% : 48— LESEERERIINA RN &ERE
oMY @V Tt S = e 1 o e £ e S R O - _
PP T EEE S s 8 e e SEEEEESn BEIIEEE RGN
/o | : EREEE RN EEIIRED , il
k _ elesfinlainbec ot aahadinbhadeodnaliabiodon asduo ool b fsedondnnban b aedunliationlin ....__:._.:_“::_:;a_‘m_::m....w:ﬂ:: ol
- e U SR e p——i A
:.__ ._._.... _.:_:._—A:_-_:._:: :..._:_7_1.._.:.-_7: .._._:L_w...._::.:: ...___..«....._.._._:: ::‘.:._..:—::‘_:_ _-.-—__:__:_-_-:___: _:___:_—___-___._ﬂ_:_ ________._-:___..
W Ry E B N e e e e A S e e = e e ey B e s e e e e Ry e R SN R HE ERNEEA RN
2ywvod 3wy || | [ L L T T = e
k\ﬂ“&k&\q Q& 20 SRS A AR B I D = e .ILuw = ﬂ === |>P ) UH e ===
exrigay o3y UV T E LUV U OE : EEEE = ZIZEE =0T
TiMyeas 1y [T EE=SS BEEERE S SR
ER = = Ep gy = =3 SR K P S e e =

VI NI Y ‘me,_;uz.E.,..,,ﬁ 1l U= Bt EEt T\
Lot/ QM08 VAT T VT ==l e e e R = ‘1_ :
g LIV \ EEgSse==asEERERIEaE) A
Sovas 0l g1 E5/SSEEEESEEaSl/GE HgrAn
A e e e A HH A
Amtmkaéﬁ-;aszml hassEREsHdddld FEEE BT #e7 |20
r » _ o et o = i ot i il ] I RSN ol
WG INGA | | TT T AN EEEET i I o SR BRY i ol | IV
o N | N I A L. i RN S Eal S8 e e ) - = . B e B I 1 S - 2 B3 L - : {i— | b _ % &
N\._\lw u N,—I\_ e b b oo oatonboa o e biade sl bbb ol dingnadios o bdindonfiod o dossbs o oo loodaedabisfeaba by o s beal e gl daebagdneo oo G e bodoofidinnde B

Andzisef M Ao o3saip uy [hA] Fg-908 bos/wl| I7o | dLON SNIM3IINION3

19ve | Av0DIIvI-Teivne AIBrOwd HOLLDEN LARLLE S 2




,_Z_:..__..._:.__.... R R AL RN D .:.—..:..:-_.._._..._ ::_...._.._. g :.____—_—_:_‘:_._.._. __:——.u_m___. Thigan .___—.:—_.:;._____:. ._:.:.._._..-....__._. L R R R
L Wb PR P e AR
BN EESER %.Fu SEE=EEESEiiEsEEaEEE o sE=liEEEEEY Aof|E)
B B e e e 3. o sk s o 8 e e e o o e S = e DE
BIBNREREEEEESs R =nsEHEcE- By ESEEEE RS EEcEE(lnanEnmRES
K b/ s3I p) -Q_ P
= sSSESa BN EEElESREEH SE B RSE HREEEREERED \l
Lelsim sl st b B s ZafEe i b LY L D
. BB CI\EESEHE=S EpEREEEE o0/ i eRERad2 A ENPER S
TIZAFT /?ﬁm i I INApr g aes ERE A EEhWE e 3
heonves oney |\ JE(_N..._THergau SEERE ZEE

FESOTS Theipba T
Kl ob7 G1FH Lp)
9 oA il

iTHIE
HHIE

HHNBE WWIWHH'W.‘_.M = mwmixs% MM‘MMWH\\HW Hn..in..
Qung Se Sl BEAPTCES SEb (I ISE= SRR GL Y EEE e EEIRNE
oy Jymees e e e e e ey
I TG LaNID : . B i SEs==em e : ||HH%.EMMHI|WWWIMM.MHMMM.m
FWIL FOLYINISTY S Y : 5 Mwuwm..ms EEEESEOE St e aaEE uﬁuln?%huﬂnun
|t B o i - TR T EEEEEEEEE EEE e TG A
- L EEE AEEEE] HREEE B o 1 = A N 0 R
L_ .E,_ .w.pﬁu 4
) * |.| J

AI@INbpL My 02s "Iy _ i

- e i ol > -

IRE INTFFHII rE |- o A 1 5 saEEE=AE AT NS EER AL

KQ.)\\QQQ Qm\ﬁ\ﬁ\um R Ju E ...\H.t.‘ml_ an .Wlol‘. l 1 e LU T R B [ SN G
§ Cry LINOHW T T T EermaaRpARSEEERRRD /EELERS
PMONT 0L AU L) Lo e SRR ER ST B SRR I et L - ;
e Ik R i = EEannaEl NEN AR L . m
P8/8/% "Iirzidmvy |[TP{A0Y ALM SRS ST 14vid VaRER PPraIe ;
.mw.“ ! 7 ] B 1 - S o o o — = : - == e i It S 8 S B B - Vil m
e L T 700.8Y 719FA- 4l 2940 SE% < 9! .h_.\E m

ulondvvdidinoliadinfunluskahndacfoalodinlanbofodon bodasheafindo ool b fuadin oo oo,
P

SIINIEL M AP N m%;___:,;_,__vw&...\_\_ T _%wt In00y |boSstine| I5d | FLON ONIHIINIONT

3ovs | AwODILYD Ywinae 13ErONS nousEw |YITUDS

Ll ] b s !
ZNFr L j___ VT OUOY TP TP PR YOUPY OO UUS PP TN OO AL N0 PUPR TP (Y MUVC O Y PSSP P O
A , .

. —— e o 3




L L R e B R I T e I A R L T S | LI I A | [ I | 4

w3 TSP
SINOQLIT TS Y TLoNIH
N TP o1 310 _r1 Irien b FLon
[1537) L3 2ap4
~OOM L DING HLM DETY 7RIS

Iin
ji
|
ik
o
T
| [
| |
] i )
i
o]l
I
\'\‘

S
|

PUMBINELr CPAS HII M TN LINOY FiviL
CO3YN UINIFFIvIrG Yo DT 013

RIyinb YL iMooz s 15 B Tr TIF
. h\.,\wk \“\“QW 4 | w‘ m, EHE
- Q\N\( ! MU\ U ! A e ﬁ....ﬂ“ \.\UI o = BE
9 "o/ = e I ..M_”-n_. P A E T IEE
1SR /LEE SRR IR AR InEEs=ERES R EE EEaEEARERE 124/ AR
{ { o —

shonliadimbinaban sl ::_::_:_._:_i_::_::r:._::_::_:.. [ T AT L e

AT BRI NEEA S

N

NN T A

—..ﬂi—ﬂ..l.l. _..‘-‘:._..I_,Z._..._ RELR B AR IR LU :..____._.__._“.4_.—:: BLULEUT __l_'_—ll__: ::-______"__a—:“-__l_ _|—.=_ .-..-.-:—'.__—._u.-..l_ﬂ ._..‘_.-.r.ﬂﬂ.lﬂ.uﬂﬂ:- ..‘.‘._...-—_‘_,_,_.__J.‘V.I;ﬁ“ﬂggﬁ.“_ﬂf_
A EL T EEEEETTEEE = EEEE S e e e e S e B e e o PRy SR R o L
BN SESERESrIEREEEEEE S e e L e e L el PP AR 12 I T ™
=1 B e mREESiESaaEs EESEIs S=ESES =SS JIHMWN__&@.N!J sl B
1 . EE e ey e —— EE e s re e e e D S M
i T BEREE=EESE et EEEESEEEE e T R oP S g T PRI
I 1 SEEERE B O ERESSEEES = oo = cCEComas e 0 ERE ‘
INREE [V ogd Ui L LI 20 Sl gT E=EESHEENEFL T EESEESSR 3 RSEEER lggad LT
_\..c --m\_ LT . TS i e e e e e = o | B S > |
, P S EEes o TCe—cEcEeaEEcc. EERES A
1 k\ e e A e e e A/
| lo 2|7 2a0gl| . A sy 4 pak = = ‘f“ balypaesl | | riixw Ao

5

R NGIRIREN: &

Y A
o
ji!

i iEs b1 LA

pun 17 L LE

‘ : 5 A \Eiais
’ / - - AEFEKTPS : = I B == I -
JRRNL AR mmmi g A H LA SEERE e,

| —

i

{
k

-

jwfqawwfﬁﬁhizé§ﬁ 40

Lood Lo Tl

shifndonbin e

alashiehnduwsudinblndoa)adan ks bnluatonlndosolindosdanlodanla sl atonbadanfadaadunboadasfuadaalaubaton e b b dvdecdoadon Lo G G o doabonbon 11
- 1

I/bif2 L/ Lom Ay DSy Y [9om] Eao0y 605141 254 310N ONINIINIONT Fo)

20vd | AWODILYD-Iviue L3BrONd HoLLo e LR ANL.E P W)




